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Modbus (RTU) via RS485 (2-wire)
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Slave # 2 and #3 are optional
Screened, twisted pair cable 0,2mm2

Data+ connects to Data+
Data- connects to Data-

ECOSTAR LHV5E/7E master/slave network
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There should be installed an 120 
Ohm termination resistor at the 
two ends of the Modbus 
connection
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